
TO KEN HUNICH

FROM

SUBJECT CY ERATIONSERATION MANUAL EOM REVISIONSREVISION

IN OUR REVIEW OF THE EON WE HAVE CONCENTRATED ON APPENDIX

OUR ONLY COMMENT CONCERNING THE REST OF THE MANUAL RELATESRELATE

ORGANIZATIONAL CHARTS SOME OF THESE ARE OUT OF DATE

OILPCB
TO APPENDIX

52L 1O76

OIL SPILLSSPILL

OUR MAIN CONCERN STEMSSTEM FROM FINDINGSFINDING BY THE EPA THAT AT LEAST 38 PER

CENT OF THE 35000000 MINERAL OIL TRANSFORMERSTRANSFORMER NOW IN SERVICE IN THISTHI

COUNTRY CONTAIN BETWEEN 50 AND 500 PPM PCB THE EPA HAS THEREFORE

RECLASSIFIED ALL TRANSFORMERSTRANSFORMER FORMERLY CONSIDERED NONPCB TRANSFORMERSTRANSFORMER

AS PC CONTAMINATED UNLESSUNLES PROVEN OTHERWISE THEREFORE ANY OIL

SPILLED FROM TRANSFORMER EVEN IF THAT TRANSFORMER IS LABELED NON
PCB MUST BE CLEANED UP AND DISPOSED OF IN MANNER CONSISTENT WITH

DEPARTMENTAL PROCEDURESPROCEDURE FOR HANDLING PCB SPILLS

AS CURRENTLY ORGANIZED AND PRESENTED APPENDIX DOESDOE NOT CLEARLY SPELL

OUT HOW TO RESPOND TO AN OIL SPILL OTHER THAN TO NOTIFY CERTAIN PEOPLE

THE EXCERPT FROM THE OIL SPILL PREVENTION AND CONTROL REPORT PAGESPAGE 25
WHILE RESPONSIVE TO THE NEED TO PREVENT AN OIL SPILL DOESDOE NOT INDICATE

WHAT TO DO WHEN ONE OCCURS THISTHI IS CLEARLY THE PURPOSE OF THE EON TO

TELL THE PARTIESPARTIE INVOLVED IN CONCISE STEPBYSTEP MANNER HOW TO

EFFECTIVELY RESPOND WE RECOMMEND THAT PAGESPAGE 25 BE DELETED AND RE
PLACED WITH PRECISE EFFECTIVE CONTROL MEASURESMEASURE FOR EACH TYPE OF SPILL

TYPESTYPE OF SPILLSSPILL WOULD INCLUDE

TRANSFORMER OIL SPILLSSPILL TREAT AS PCBS
OTHER OIL SPILLS

SPILLSSPILL NEAR WATER EG SKAGIT BOUNDARY LAKE UNION
DUWANIISH SUBSTATION
SPILLSSPILL ON LAND

COMPLEMENTARY CONTROL MEASURESMEASURE WOULD EXPLAIN THE USE AND LOCATIONSLOCATION OF

SORBOIL EQUIPMENT FOR SPILLSSPILL INTO OR NEAR WATER LOCATIONSLOCATION OF BARRELSBARREL
CONTAINERSCONTAINER HAND PUMPSPUMP SHOVELSSHOVEL GLOVESGLOVE ETC FOR REMOVAL HANDLING AND

STORING SPILLED MATERIALS MORE PRECISE INFORMATION ON CONTROL MEASURESMEASURE

CAN BE FOUND IN EPSSEPS REGION OIL SPILL CONTINGENCY PLAN AVAILABLE IN

THE OEA LIBRARY
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WE ALSO RECOMMEND THAT THE OIL SPILL PREVENTION CONTROL AND COUNTER
MEASURE SPCC PLAN BE UPDATED LAST REVISED IN 1977 THE SPCC PLAN
INCLUDESINCLUDE QUITE NUMBER OF RECOMMENDED ACTION ITEMSITEM WHICH PRESUMABLY
HAVE BEEN EFFECTED WE NOTE THE NEED FOR SEVERAL ADDITIONAL ACTION

ITEMSITEM AT THISTHI TIME INCLUDING

INSTALLATION OF OIL CONTAINMENT SUTNPSSUTNP BENEATH TRANSFORMERSTRANSFORMER
DUWAMISH SUBSTATION THE TRANSFORMERSTRANSFORMER PCB CONTAMINATED
NOW SIT ON VERY PERMEABLE GRAVELLY SOIL ADJACENT TO THE

DUWAMISH RIVER

CONVERT ALL AUTOMATIC SUMP PUMPSPUMP TO MANUAL CONTROL WITH

CLEARLY ESTABLISHED MONITORING ASSIGNMENTS

DIVERT DRAINAGE FROM STEPUP TRANSFORMER AREASAREA AT ROSSROS
GORGE DIABLO AND BOUNDARY TO CATCHMENT BASINSBASIN WITH MANUAL

PUMPSPUMP AND DRAINAGE VALVES

PROVIDE SORBOIL BOOMSBOOM AT CEDAR FALLSFALL POWERHOUSE

PCB SPILLSSPILL

PAGESPAGE 710 OF APPENDIX DO GOOD JOB OF DESCRIBING THE PROPER PRO
CEDURES IT SHOULD BE NOTED AT THE TOP OF PAGE HOWEVER THAT LEAKSLEAK
FROM NONPCB TRANSFORMERSTRANSFORMER MUST BE HANDLED IN THE SAME MANNER AS PCB

TRANSFORMERS ALSO ON PAGE UNDER EL THE PARAGRAPH ON REUSABLE

PCB SHOULD BE DELETED ALL REFERENCESREFERENCE TO THE DISPOSAL SITE UNDER

PART SHOULD BE CHANGED TO THE TEMPORARY PCB STORAGE SHED AT SSC

UNDER STORAGE OF PCB PARAGRAPH FIRST SENTENCE INSERT THE
TEMPORARY PCB STORAGE SHED AT BEFORE THE 4TH AVENUE SOUTH YARD

UNDER P3 REPLACE WELL VENTILATED AREA WITH TEMPORARY PCB STORAGE

SHED UNDER IV RECORDING ADD AND THE DIRECTOR OF OPERATIONSOPERATION AFTER

THE SECOND SENTENCE

IF YOU HAVE ANY QUESTIONSQUESTION ABOUT OUR COMMENTSCOMMENT PLEASE CALL BILL RILEY AT

X3568
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